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\MECHANICAL SITE PLAN
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KEY NOTES:

@ SEE BUILDING 2 FLOOR PLAN ON DRANWING MIO2 FOR
CONTINUATION.

@ SEE BUILDING | BASEMENT FLOOR PLAN ON DRANING
MIO2 FOR CONTINUATION.

(3) USE EXISTING TEST WELL AS PART OF THE FIELD.

(4) PRECAST CONCRETE MANIFOLD VAULT WITH MANHOLE
ACCESS AND H-20 TRAFFIC RATING. INSIDE
DIMENSIONS &' x 6' x 6.5' DEEP.

(5) POLYMER CONCRETE MANIFOLD VAULT WITH BOLTED
COVER RATED FOR 5000 LBS. INSIDE DIMENSIONS
47" x 471" X 84" DEEP. BASIS OF DESIGN QUAZITE
PG4BABBA4S ¢ PGAB4BBA36 STACKED.

@ I-1/4" SUPPLY AND RETURN BACK TO MANIFOLD VAULT.

GENERAL NOTES:

l.  WELLFIELD DESIGN IS BASED ON A 30 FOOT SPACING
BETWEEN WELLS.
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